NOTI CE OF | NCH- POUND
CHANGE
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NOTI CE 1
15 May 1999

DEPARTMENT OF DEFENSE
HANDBOOK

BASI C GUI DELI NES FOR CHEM CAL WARFARE HARDENI NG
OF NEWM LI TARY FACI LI TIES

TO ALL HOLDERS OF M L- HDBK- 1040:

1. THE FOLLOW NG PAGES OF M L- HDBK-1040 HAVE BEEN REVI SED AND
SUPERSEDE THE PAGES LI STED

NEW PAGE DATE SUPERSEDED PAGE DATE
125 28 February 1989 125 15 May 1999
126 28 February 1989 126 15 May 1999

2. RETAIN THI' S NOTI CE AND | NSERT BEFORE TABLE OF CONTENTS.

3. Holders of ML-HDBK-1040 will verify that page changes and

addi tions indicated above have been entered. This notice page wll
be retained as a check sheet. This issuance, together with appended
pages, is a separate publication. Each notice is to be retained by
stocking points until the handbook is conpletely revised or

cancel ed.

Cust odi an: Preparing Activity:
Navy - YD2 Navy - YD2
(Project FACR-5012)

AVBC N A AREA FACR
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Bl BLI OGRAPHY
Commer ci al St andar ds.

Air Movenent and Control Association (AMCA), 30 W University Drive,
Arlington Heights, IL 60004

AMCA 99 St andar ds Handbook

AMCA 201 Fan Application Manual - Fans and
Syst ens

AMCA- STD- 300 Rever berant Room Met hod for Sound
Testing of Fans

AMCA- STD- 1401- 66 Qperating Limts for Central Station
Units

AMCA- STD- 2404- 7 Drive Arrangenents for Centrifugal Fans

American National Standards Institute, 1430 Broadway, New York,
NY 10018

ANSI B46. 1 Surface Texture (Surface Roughness,
VWavi ness and Lay)

ANSI  N509 Nucl ear Power Plant Air Cleaning Units
and Conponents

ANSI N510 Standards for Testing of Nuclear Ar

Cl eani ng Systens

Anmerican Society for Testing and Materials (ASTM, 1916 Race Street,
Phi | adel phi a, PA 19003

ASTM A167 St andard Specification for Stainless and
Heat - Resi sting Chrom um Ni ckel Steel
Pl ate, Sheet, and Strip

ASTM Al176 St andard Specification for Stainless and
Heat - Resi sting Chrom um Steel Pl ate,
Sheet, and Strip

ASTM A240 Standard Specification for Heat-
Resi sting Chrom um and Chrom um N ckel
Stainless Steel Plate, Sheet, and Strip

ASTM D1056 Specification for Flexible Cellular
Materials - Sponge or Expanded Rubber

ASTM D1330 Specification for Rubber-Sheet Gaskets

ASTM D2652 Standard Definitions of Ternms Rel ating

to Activated Carbon

REPRI NTED W THOUT CHANGE.
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ASTM E84 Standard Test Method for Surface Burning
Characteristic of Building Materials
ASTM E814 Met hod of Fire Tests of Through-

Penetration Fire Stops

ARl Standard 680, Standard for Residential Air Filter Equipnent. Air-
Condi tioning and Refrigeration Institute, Arlington, VA 1986

AWS Standard D1.1, Structural Welding Code. American Wl ding Society,
Mam , FL, 1975.

Institute of Environnental Sciences, 940 E. Northwest H ghway, M.
Prospect, |IL 60056

AACC CS-1 Standard for HEPA Filters

AACC CS-8 Standard for H gh Efficiency Gas Phase
Adsor ber Cells

National Fire Protection Association (NFPA), Batterymarch Park,
Qui ncy, MA 02269

NFPA No. 10 Standard for Portable Fire Extinguishers

NFPA No. 12 St andard on Carbon D oxi de Exti ngui shi ng
Syst ens

NFPA No. 13 Standard for the Installation of
Sprinkl er Systens

NFPA No. 31 Standard for the Installation of Ol
Bur ni ng Equi pnent

NFPA No. 37 Standard for the Installation and Use of
Stationary Conbustion Engi nes and Gas
Tur bi nes

NFPA No. 72A Standard on Installation, Mintenance,

and Use of Local Protective Signaling
Systens for Guards Tour, Fire Alarm and
Supervi sory Service
NFPA No. 72D Standard for the Installation,
Mai nt enance and Use of Proprietary
Protective Signaling Systens
72E St andard on Autonmatic Fire Detectors
74 Standard for the Installation,
Mai nt enance, and Use of Household Fire
War ni ng Equi pnent

NFPA
NFPA

§8
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